TRANSFORMER OPENING
SHOULD BE FACING STREET

TO STREET

UPON FINISHED INSTALLATION,
VAULT SHOULD BE LEVEL IN
BOTH DIRECTIONS

CUT CONDUIT
APPOXIMATELY 4"
ABOVE GRAVEL

GRADE MARK FINISHED
ON VAULT GRADE

|

24" SWEEP
3" SCH. 80 PVC

(e

SECONDARY

48" CLEAN
GRAVEL
36" SWEEP
3" SCH. 80 PVC
PRIMARY

VAULT TYPE TRANSFORMER
PAD INSTALLATION
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